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"VERSION TO EAST

1) Plug North line in 33-B and North line in 2-U with inflatible plugs.
2) Build Acid Brick plugs in South line of 33-B and South line of 33-A.
3) Remove inflatible plugs after acid brick plugs cure.
4) Install Dump into Manhole 33-B and discharge into 2-U (For storm use only -

approximately 2 7 5 ' )
5) Renovate Manhole 33-A
6) Install new pipe into 33-A and stub-out (South line) of 3-BB (Acid brick

plug will be installed at the southern most end of stub-out).
7) Encase new 42" pipe and test manholes.
8) Complete brickwork in M.H. ' s 3-BB and 33-A.
9) Remove pump from 33-B.

10) Install inflatible plug in North line of 33-B.
11) Break-out acid brick plug in South line 33-B.
12) Turn flow into new system by removing inflatible plug in North line of 33-B.
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Diversion to West

1. Install ir,flatible plugs on South line of 4-B and West line of
2-7.

2. Build acid brick plugs in West line of 4-A and East line of
2-T.

3. Install pump in 4-C and discharge into 33-B (Storm Use only)

4. When acid brick plugs cure, pull inflatible plugs

5. Install pump into M.H. 3-C and install inflatible plug in out-
let. Discharge to 4-B (will have constant flow)

6. Install acid brick plug in outlet of 2-U.

7. Break-out existing 36" V .C .P . between 33-A and 3-C.

8. Complete new 42" V .C.P . between 3-BB and 3-EE. (New location of
3-CC to be determined)

9. Install inflatible plugs in 33-B outlet and 33-A inlet, Also
in North and East lines into 3-CC and outlet of 3-BB.

10. Install pump into 33-B and discharge into 3-AA.

11. Break-out add brick plug from stub-out at M.H. 3-BB and brick plug
in 2-U outlet.

12. Install inflatible plug in M.H. 4-B outlet and break-out acid plug
in M.H. 4-A.

13. Remove inflatible plugs in M.H. 3-CC.
14. Remove inflatible plug from 4-B, 3-BB, 33-A and 33-B.
15. Build acid brick plug in outlet of 3-C, remove inflatible plug
16. Remove pump from 33-B and 3-C.
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